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January 16, 2019 

 

Elena Sasin 
Assistant Planner 
City of Beaverton  
12725 SW Millikan Way 
Beaverton, OR 97076 

 
RE:  CU2018-0017, CU2018-0018, DR2018-0123, LD2018-0032, LO2018-0004, PD2018-0002, SDM2018-0006 AND TP2018-0008 

PRCA + GARAGE PERFECTION SET 

Dear Elena Sasin, 

Thank you for the opportunity to review the proposed site plan surrounding the above-named development project.  Tualatin Valley Fire 
& Rescue endorses this proposal predicated on the following criteria and conditions of approval:  

1. KNOX BOX:  A Knox Box for building access may be required for structures and gates. See Appendix C for further information and 

detail on required installations. Order via www.tvfr.com or contact TVF&R for assistance and instructions regarding installation and 
placement. (OFC 506.1) Knox Boxes will be required for these buildings. 

 
2. EMERGENCY RESPONDER RADIO COVERAGE: In new buildings where the design reduces the level of radio coverage for 

public safety communications systems below minimum performance levels, a distributed antenna system, signal booster, or other 
method approved by TVF&R and Washington County Consolidated Communications Agency shall be provided. (OFC 510, 
Appendix F, and OSSC 915) This applies to the parking garage portion only. 
 
Emergency responder radio system testing and/or system installation is required for this building. Please contact me (using my 
contact info below) for further information including an alternate means of compliance that is available. If the alternate method is 
preferred, it must be requested from TVF&R prior to issuance of building permit. 
 
Testing shall take place after the installation of all roofing systems; exterior walls, glazing and siding/cladding; and all permanent 
interior walls, partitions, ceilings, and glazing.  

 
3. TVF&R’s approval of this project includes multiple AM&M’s as specified in the attached e-mail, with summary notes from 

David Suttle, dated 7/19/2018.  TVF&R’s approval also includes the attached fire service plan sheet and is also part of 
TVF&R’s conditions of approval. 

 
 

 
If you have questions or need further clarification, please feel free to contact me at (503) 259-1414. 
 
Sincerely, 
 

Jeremy Foster 

 
Jeremy Foster 
Deputy Fire Marshal II 
 

http://www.tvfr.com/
esasin
Text Box
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Aisle is less than 20'.  Note dead end 1028.9.5

very close for common path of egress less than 30'
may need to remove a seat.
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1029.10

AnsiA117.1
504.2 exception 1 and 2: handrail not required on both sides of aisles serving seating, only 1. not required on ramps.

Ansi A117.1 - 505.10 exect 2:  and 1028.13 exception 3:
extensions not req'd on aisles...to permit crossovers
within the aisle

A 36" accessible path to stage needed here.  48" is better

ramp width is 42" min. per 1028.9.1.4

stair width is 48" min. per 1028.9.1.1

must maintain 23" clear between seats and handrails per 028.9.1.3

A 36" accessible path to stage needed here.  48" is better
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DEDICATED PEDESTRIAN PATHWAY.
GARAGE DESIGNER AND OWNER TO
COORDINATE ACCESS THROUGH
SECURED ENTRANCE WITH TVFR.

(N) FH
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AUDIO CONNECTIVITY

ROOF ACCESS
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